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SINGLE —BASIN

NOTES:

COLD INLET MAIN THREE WAY VALVE.
COLD WATER TO THE FAUCET.

HOT WATER TO THE FAUCET.

INLINE FLOW CONTROL FITTING.

INSULATE PIPING BELOW LAVATORY
(REFER TO SPECIFICATION ON DWG. 4B50A270)
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